ZONE

6-200-1

6-200-2

6-200-3

6-200-4

6-200-5

6-200-6

6-200-7

6-200-8

6-200-9

6-200-10

6-200-11

6-200-12

6-200-13

6-200-14

6-200-15

SD’s
BASEMENT

SD's BSMNT,
2 & 3 FLRS
ELEV MACH RM

FCB
BASEMENT

s
1ST FLR

SD
1, 2, & 3 FLRS
WON DOORS

HD
EG ROOM
848

FCB
1ST FLR

WF
1ST FLR

ISO VLVS
1ST FLR

SD’s
2ND FLR

SD’s
1ST FLR
FAN RM

FCB
2ND FLR

WF
2ND FLR

ISO VLV
2ND FLR

SD’s
3RD FLR

ZU-35DS
MOD 16

ZU-35DS
MOD 15

ZU-35DS
MOD 14

ZU-35
MOD 13

IN-34U
MOD 19

ZU-35
MOD 12

ZU-35DS
MOD 24

IN-34U
MOD 19

ZU-35
MOD 23

7

7

7

2A

3A

4A

5A

6A

7A

8A

9A

10A

11A

2A

13A

14A

15A

POWER SUPPLY FROM
PS—35, TERMINALS 5 & 6
FAP—001-84, DWG. 4BB4E117

SR-35 4 3 2
MOD 3
FAP-01A-084
67 8
5 4 4 2 EEEVATGR M
RECALL MOD 16
SM-30 MOD 40 sp-35
MOD 4
FAP-01A-084
SR-35
MOD 4
FAP-01A-084
70 70
2 1lie 1 ST FLOOR
15 WON DOOR
SM-30 MOD 39
18 2ND FLOOR
19 WON DOOR
22 380 FLooR
23 WON DOOR
76
5 6112 10 A
1 SHUTDOWN
SM-30 MOD 39 gp-35

MOD 4
FAP-01A-084

CONTINUED ON
DWG. 4B84E116

J2

NETWORK FROM MXL NO. 1-48
SEE DETAIL 10, DWG. 4B84E122.

P1 P2
TB1
+5IN  +5 OUT 3 9 1 2 1
MXL 24V RETURN
NETWORK
P3
MOI=7
P5 BLDG. 84
NO. 1-84
MOD 15
TROUBLE TRANSMIT P4
T0 MID-18, P4
87654321
NETWORK
ADDRESS
&
B z N
2z = &
88 3
A
P5 6 5 4 3 2 1
B3

A
4BB4E116

1A
2A
3A
4A
5A
6A
7A
8A

TB1
P1
1 10
DO NOT USE
P3
1 1
MID—16
BLDG. 84
NO. 1-84
10 MOD 13 1°
P4 P5
1 10
P2
782

9A

10A
1A
12A
13A
14A
15A

SPARE

1B
28

P4

98B
108

3B

10

1B

4B
58
68
78
8B

DO NOT USE

P3

MID—16

BLDG. 84
NO. 2-84
MOD 12 10
P5

SPARE
SPARE
SPARE
SPARE
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